
























































































































































































307.2 Buildin 

4. mixed use and multi-famil 
stories in height or more 

1. new municipal buildings 

2. 

3. commercial 
more 

14.04.507 - Section 4.1 06.4.2 
Standards Code is amended 

the 2019 Edition of the California Green Building 
read as follows: 

onstruction documents are intended to demonstrate the project's capability 
and for facilitating future EV charging. 

There is no requirement for EV spaces to be constructed or available until EV 
chargers are installed for use. 
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14.04.509- Section 4.106.4.3, Section 4.106.4.3.1 and Table 4.106.4 .1 of the 2019 
Edition of the California Green Building Standards Code are a me ed to read as 
follows: 

4.106.4.3 New hotels and motels. All newly constructed ho sand motels shall 
provide EV spaces capable of supporting future installatio f EVSE and EVCS. The 
construction documents shall identify the location of the spaces and EVCS. 

Notes: 
1. Construction documents are intended to emonstrate the project's . 

capability and capacity for facilitating f re EV charging. 

2. There is no requirement for EV sp es to be constructed or available until 
EV chargers are installed for us 

4.1 06.4.3.1 Number of required E spaces and EVCS. The number of required 
EV spaces and EVCS shall be b ed on the total number of parking spaces 
provided for all type of parking f ilities in accordance with Table 4.1 06.4.3.1 . 
Calculation for the required n ber of EV spaces and EVCS shall be rounded up 
to the nearest whole numb . 

TOTAL NUM NUMBER OF NUMBER OF 
OF REQUIRED EV REQUIRED EVCS 

PAR SPACES 
SP ES 

-9 0 0 
10-25 3 1 
26-50 7 2 
51-75 13 3 

76-100 19 4 
101-150 26 6 
151-200 38 8 

201 and over 25 ercent of total 5 ercent of total 

14.04.511- Section 5.106.5.3.3 and Table 5.106.5.3.3 of the 2019 Edition of the 
California Green Building Standards Code are amended to read as follows: 
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5.106.5.3.3 EV charging space and charging station calculation ) Table 
5.1 06.5.3.3 shall be used to determine if single or multiple chargin space 
requirements apply for the future installation of EVSE and EVC Calculations for 
the re uired number of EV char in s aces and EVCS sh be rounded u to 
the nearest whole number. 

Exceptions: On a case-by-case basis where the loc enforcing agency has 
determined EV charging and infrastructure is not ~ sible based upon one or 
more of the following conditions: 

1. Where there is insufficient electrical s ply. 

2. Where there is evidence suitable the local enforcing agency 
substantiating that additional lo utility infrastructure design 
requirements, directly related the implementation of Section 5.1 06.5.3, 
may adversely impact the c struction cost of the project. 

TABLE 5.1 06.5.3.3 

TOTAL NUMBER 
OF 

ACTUAL PARK 
SPACES 

101 -150 
151-200 

201 and over 

NUMBER OF 
REQUIRED EV 

CHARGING 
SPACES 

0 
3 
7 
13 
19 
26 
38 

25 ercent of total 

NUMBER OF 
REQUIRED EVCS 

0 
1 
2 
3 
4 
6 
8 

5 ercent of total 

Chapter 14.28 of the Pasadena Municipal Code is hereby repealed in its 
enf ty and rewritten as follows: 

4.28.010 - California Fire Code adopted. 

Except as otherwise provided for in the chapter by specific provision, the minimum 
standards, provisions, and requirements for the safe construction and maintenance of 
property, facilities, conditions, materials, equipment, fire prevention and alarms 
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systems, and the general supervision thereof for the purpose of combaf g and control 
of fire and fire hazard and abatement same within the corporate limits the City shall 
be in accordance with the provisions and in the manner prescribed the California Fire 
Code, 2019 edition (California Fire Code) in its entirety, as publis (j by the 
International Code Council and including Appendix Chapter 4 a Appendices B 
through 0, all as compiled, adopted , and subsequently amen a by the International 
Code Council, California State Fire Marshal's Office, Califor Building Standards 
Commission, or City of Pasadena. One copy of the above ublication is on file for public 
inspection and they are adopted and incorporated herei s if fully set forth in this 
chapter. 

14.28.020- Section 101.1 of the 2019 Californi ire Code titled "Title" is amended 
to read as follows: 

101.1 Title. These regulations shall be kno as the Fire Code of [NAME OF 
JURISDICTION], the City of Pasadena h einafter referred to as "this code." 

14.28.030- Section 104 of the 2019 lifornia Fire Code is amended by adding 
new Section 104.12 titled "Cost re overy'' to read as follows: 

14.2 .040 - Section 105.6.1 of the 2019 California Fire Code titled "Aerosol 
ucts" is amended to read as follows: 

105.6.1 Aerosol products. An operational permit is required to manufacture, store or 
handle an aggFegate ctuantity_ of be·.(el 2 eF be•1el 3 aeFosol tnoduGts in exGess of 
500 peunds (227 kg) new weight.any amount of aerosol products. 
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14.28.050- Section 105.6.8 of the 2019 California Fir ode titled "Compressed 
gases" is amended to read as follows: 

105.6.8 Compressed gases. An operational per · is required for the storage, use or 
handling at normal temperature and pressure ( ) of compressed gases in excess of 
the amounts listed in Table 1 05.6.8.at an a unt. · 

compressed gas as a fuel for propelling the 

2. 
3. 

14.28.060- Table 105.6.8 o e 2019 California Fire Code titled "PERMIT 
SED GASES" is amended to read as follows: 

05.6.8- PERMIT AMOUNTS FOR COMPRESSED GASES 

used in carbon dioxide enrichment 
systems 

Carbon di ide used in insulated liquid carbon dioxide 
beverage dispensing applications 

Corrosive 

Flammable (except cryogenic fluids and 
liquefied petroleum gases) 

Highly toxic 

Inert and simple asphyxiant 

Oxidizing (including oxygen) 

Pyrophoric 
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AMOUNT 
(cubic feet at NTP) 

875 ( 1 00 lbs) 200 

875 ( 1 00 lbs) 200 

2QQ-Any Amount 

~Any Amount 

Any Amount 

6,000 200 

W4-30 

Any Amount 



Toxic 

14.28.070 - Section 105.6.10 of the 2019 California Fire Code 
fluids" is amended to read as follows: 

105.6.10 Cryogenic fluids. An operatio'nal permit is requir 
transport on site, use, handle or dispense cryogenic fluidSNl-el~EGefSS--eJ-:EAe-aAAE*HHS 
listed in Table 105.6.10.at any amount. 

Exception: Permits are not required for vehicles e 1pped for and using cryogenic 
fluids as a fuel for propelling the vehicle or for ref · erating the lading. 

14.28.080- Table 105.6.10 of the 2019 Cali nia Fire Code titled "PERMIT 
AMOUNTS FOR CRYOGENIC FLUIDS" i mended to read as follows: 

Table 105.6.10- PERMIT AMOUNTS R CRYOGENIC FLUIDS 

INSIDE OUTSIDE 
TYPE OF CRYOGENIC FLUID BUILDING BUILDING 

(gallons) (gallons) 

Flammable MeFe tl:lan 1 Any Amount WAnyAmount 

Inert WAny Amount §00 Any Amount 

Oxidizing (includes o -1-Q Any Amount WAnyAmount 

Physical or health 
Any Amount Any Amount 

indicated 

14.28.090 - Se ion 105.6.16 of the 2019 California Fire Code titled "Flammable 
and combu ble liquids" is amended to read as follows: 

105.6.16 lammable and combustible liquids. An operational permit is required: 

se or operate a pipeline for the transportation within facilities of flammable or 
co ustible liquids. This requirement shall not apply to the off-site transportation in 

· elines regulated by the Department of Transportation (DOTn) nor does it apply to 
piping systems. 

2. To store, handle or use Class I liquids in excess ef 5 gallens (1Q L) in a building min 
excess ef 10 gallens (37.9 L) eutside ef a b~:~ilding at any amount, except that a permit 
is not required for the following: 
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2.1. The storage or use of Class I liquids in the fuel tank a motor 
vehicle, aircraft, motorboat, mobile power plant or mobile heating pi t, unless such 
storage, in the opinion of the fire code official, would cause an un e condition. 

2.2. The storage or use of paints, oils, varnishes r similar flammable 
mixtures where such liquids are stored for maintenance, pai mg or similar purposes for 
a period of not more than 30 days. 

4. To store, handle or use Class 1118 liq · sin tanks or portable tanks for fueling motor 
vehicles at motor fuel-dispensing facili · s or where connected to fuel-burning 
equipment. · 

Exception: Fuel oil and used m or oil used for space heating or water heating. 

5. To remove Class I or llli (js from an underground storage tank used for fueling 
motor vehicles by any me s other than the approved, stationary on-site pumps 
normally used for dispe ng purposes. 

6. To operate tank v. icles, equipment, tanks, plants, terminals, wells, fuel-dispensing 
stations, refineries istilleries and similar facilities where flammable and combustible 
liquids are prod d, processed, transported, stored, dispensed or used. 

7. To place mporarily out of service (for more than 90 days) an underground, 
protected ove-ground or above-ground flammable or combustible liquid tank. 

8. To ange the type of contents stored in a flammable or combustible liquid tank to a 
mat al that poses a greater hazard than that for which the tank was designed and 
co tructed. 

9. To manufacture, process, blend or refine flammable or combustible liquids. 

10. To engage in the dispensing of liquid fuels into the fuel tanks of motor vehicles at 
commercial, industrial, governmental or manufacturing establishments. 
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11 . To utilize a site for the dispensing of liquid fuels from tank vehicles i 
tanks of motor vehicles, marine craft and other special equipment at 
industrial, governmental or manufacturing establishments. 

14.28.100- Section 105.6.20 of the 2019 California Fire Cod 
materials" is amended to read as follows: 

105.6.20 Hazardous materials. An operational permit is 
site, dispense, use or handle hazardous materials +f. ~EQess-Gf.-1~-afl*H:I~H+SrteEJ..ffi 

Table 1 05.6.21 . re ardless of uanti unless the 
exceptions: 

1. 
2. Oxidizin 
3. 

14.28.110 - Table 105.6.20 of the 201 California Fire Code titled " PERMIT 
AMOUNTS FOR HAZARDOUS MA RIALS" is amended to read as follows: 

Table 105.6.20 PERMIT AMOU FOR HAZARDOUS MATERIALS 

TYPE OF 
MATERIAL 

materials 

Gases 

Liquids 

See Section 105.6.8 Any 
amount 

55 gallons Any amount 
500 pounds Any amount 

See Section 105.6.14 Any 
amount 

See Section 105.6.8 Any 
amount 

See Section 105.6.16 Any 
amount 

40 
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TYPE OF 
AMOUNT MATERIAL 

Solids ~ QQ f391::1Res An~ amount 
Highly toxic 
materials 

See SestieR ~Qa .e . 8 An~ 
Gases 

amount 
Liquids Any Amount 

Solids Any Amount 

Organic peroxides 

Liquids / 
Class I Any Amount / 
Class II Any Amount/ 

Class Ill ~ galleR Anv aafount 
Class IV 2 galleRs An"'mount 

1\1 ..... o ..... r ....... :• oL :r ..... ,.,. An~ 
Class V ·~ ~ ;~-,- ~-. 

a ount 
Solids / 
Class I /Any Amount 

Class II / AnyAmount 

Class Ill I\ nn.. •nrlc< An~ amount 
I'~ 1""~-, ·-· 

Class IV / 2Q f391::1Res An~ amount 

ClassV J Ne PeFmit ReEJI::IiFee An~ 
amount 

Oxidizing majlfrials 

Gas~ See Section 1 05.6.8 
Li<j/rds 

.¢'ass 4 Any Amount 

/ Ciass3 ~ galleR An~ amount 

/ Class 2 ~ Q galleRs An~ amount , 
Class 1 aa galleRS An~ amount 
Solids 

Class 4 Any Amount 

Class 3 ~ Q f391::1RGS An~ amount 
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TYPE OF AMOUNT 
MATERIAL 

Class 2 ~ gg ~mmas An~ amount 
Class 1 900 ~el::IRas An~ amount 

Pyrophoric 
materials 

Gases Any Amount 

Liquids Any Amount 

Solids Any Amount 

Toxic materials ~ 

Gases See SeslieR ~ Oa.e.9¥_ 
amount 

Liquids ~ 0 9alleRs Anv am~nt 
Solids ~ gg ~el::IRas Anv ~ount 

Unstable (reactive) L materials 

Liquids / 
Class 4 ¥fAmount 

Class 3 ~nyAmount 
Class 2 " ~linn"' An~ amount 

~~:~-··~ 

Class 1 .11\ ,.,~n~ ....... An~ amount 
, ~ ;:,-··~ 

Solids 1/ 
Class 4 ~ Any Amount 

Class 3 / Any Amount 

Class if 90 ~el::IRas Any_ amount 

Clas~ ~ gg ~el::IRas An~ amount 

W~active 
terials 

/Liquids 

/ Class 3 Any Amount , 
Class 2 a 9alleRs An~ amount 
Class 1 aa 9alleRs An~ amount 
Solids 

Class 3 Any Amount 
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TYPE OF 
MATERIAL 

AMOUNT 

Class 2 50 pounds Any amount 
Class 1 500 pounds Any amount 

14.28.120 - Exception 1 in Section 105.6.27 of the 2019 alifornia Fire Code titled 
" LP-gas" is amended to read as follows: 

105.6.27 LP-gas. An operational permit is required 

1. Storage and use of LP-gas. 

t transport LP-gas. 

14.28.130 - Section 105.6 8 of the 2019 California Fire Code titled " Magnesium" is 
amended to read as fol ws: 

105.6.28 Magnesiu . An operational permit is required to melt, cast, heat treat or grind 
JTK:H'e-~tA--H:r~I:J7!16-1~~~-!a!!n!lv~a!!m!!.2o!:!u!!!nt of mag nesi urn. 

14.28.140 - Se ion 105.7.5 of the 2019 California Fire Code titled "Cryogenic 
fluids" is a nded to read as follows: 

ogenic fluids. A construction permit is required for installation, ef-.ef 
alteraf J. or closure to outdoor stationary cryogenic fluid storage systems where the 
syst capacity exceeds the amounts listed in Table 105.6.10. Maintenance performed 
in cordance with this code is not considered to be an alteration and does not require a 

nstruction permit. 

14.28.150 - Section 109 of Chapter 1 of the California Fire Code titled "BOARD OF 
APPEALS" is deleted in its entirety. 
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2019 California Fire Code titled "Violation 
penalties" is amended to re as follows: 

0 - Section 112.4 of the 2019 California Fire Code titled " Failure to 
y" is amended to read as follows: 

2.4 Failure to comply. Any person who sRaU continue!_ any work after having been 
served with a stop work order, except such work as that person is directed to perform to 
remove a violation or unsafe condition, shall be guilty of a misdemeanor and subject 
to the penalties specified in Chapter 1.24 of the Pasadena Municipal Code, fine of 
not less than (!\MOUNT] dollars or more than (!\MOUNT] dollars. 
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14.28.180- Section 510.4.1.1 of the 2019 California Fire Code titled' 
signal strength into the building" is amended to read as follows: 

510.4.1.1 Minimum signal strength into the building. A minimu inbound signal 
strength shall be sufficient to provide usable voice communicati throughout the 
coverage area as specified by the fire code official. The inbo (j signal level shall be_! 
minimum signal strength of -95 dBm and sufficient to pr ide not less than a 
Delivered Audio Quality (DAQ) of 3.0 or an equivalent Si al-to-Interference-Plus-Noise 
Ratio (SINR) applicable to the technology for either an og or digital strengths. 

14.28.190- Section 510.4.1.2 of the 2019 Califor a Fire Code titled "Minimum 
signal strength out of the building" is amend to read as follows: 

51 0.4.1.2 Minimum signal strength out of e building. A minimum outbound signal 
strength shall be sufficient to provide usab voice communication throughout the 
coverage area as specified by the fire c e official. The outbound signal level shall be ! 
minimum si nal stren th of -95 dB and sufficient to provide not less than a DAQ of 
3.0 or an equivalent SINR applicabl o the technology for either analog or digital 
strengths. 

14.28.200- Section 903.1 of e 2019 California Fire Code is amended by adding 
Section 903.1.2 titled "Mi um fire suppression protection for new construction" 
to read as follows: 

es of construction ma 
the fire code official. 

. Garages, carports, and similar structures provided no portion of the 
structure is located more than 150 feet (45720 mml from approved fire 
department access. 

2. Utility sheds, gazebos and similar structures of less than 120 square 
feet (11.15 m2) provided no portion of the structure is located more than 
150 feet from (45720 mm) approved fire department access. 

3. Fences and open trellises. 
4. Other similar structures as deemed appropriate by the fire code official. 
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following conditions exists: 

2. 

3. classification chan e to a more 
the fire code official. 

4. enever an existin Grou R Division 1 occu anc is subdivided to a 
ondominium or any non-residential occupancy is converted, in part or 

whole, to a residential occupancy. . 

1.4.28.220 - Section 903.1 of the 2019 California Fire Code is amended by adding 
Section 903.1 .4 titled "Partial automatic fire suppression systems prohibited" to 
read as follows: · 
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1·4.28.230- Section 903.3.5 of the 2019 California Fire Cod titled "Water supplies" 
. is amended by adding a sentence at the end of the para a ph to read as follows: 

903.3.5 Water supplies. Water supplies for automatic rinkler systems shall comply 
with this section and the standards referenced in Seer n 903.3.1. The potable water 
supply shall be protected against backflow in accor nee with Health and Safety Code 
13114.7. For connections to public waterworks s~ ems, the water supply test used for 
design of fire protection systems shall be adjust to account for seasonal and daily 
pressure fluctuations based on information fro the water supply authority and as 
approved by the fire code official. H draulic alculations shall include a 10% 
reduction from the source. 

14.28.240- Section 903.3.5.2 of the 
combination services" is amende 
paragraph to read as follows: 

19 California Fire Code titled "Residential 
y adding a sentence at the end of the 

903.3.5.2 Residential combi tion services. A single combination water supply shall 
be allowed provided that the omestic demand is added to the sprinkler demand as 
required by NFPA 13R. C bination services are not allowed for NFPA 13R 
systems. 

07 of the 2019 California Fire Code is amended by adding a 
sentence to exis · g Section 907.2 titled "Where required-new buildings and 
structures" tor. d as follows: 

907.2 Wher equired- new buildings and structures. An approved fire alarm 
system in lied in accordance with the provisions of this code and NFPA 72 shall be 
provide new buildings and structures in accordance with Sections 907.2.1 through 
907.2. and provide occupant notification in accordance with Section 907.5, unless 
othe equirements are provided by another section of this code. 

t fewer than one manual fire alarm box shall be provided in an approved location to 
initiate a fire alarm signal for fire alarm systems employing automatic fire detectors or 
waterflow detection devices. Where other sections of this code allow elimination of fire 
alarm boxes due to sprinklers or automatic fire alarm systems, a single fire alarm box 
shall be installed at a location approved by the enforcing agency. 
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Exceptions: 

1. The manual fire alarm box is not required for fire rm control units dedicated to 
elevator recall control, supervisory service and fin prinkler monitoring. 

2. The manual fire alarm box is not required~ Group R-2 occupancies unless required 
by the fire code official to provide a means ~ fire watch personnel to initiate an alarm 
during a sprinkler system impairment eve . Where provided, the manual fire alarm box 
shall not be located in an area that is ac ssible to the public. 

3. The manual fire alarm box is not n quired to be installed when approved by the fire 
code official. 

14.28.260- Section 908 oft 2019 California Fire Code is amended by adding 
. Section 908.4 titled "Requ· ments" to read as follows: 

·-Section 914.9 of the 2019 California Fire Code titled "Application of 
flam le finishes" is amended by maintaining text from 2016 California Fire 
Cod Section 914.9, amending the section to read as follows: 

4.9 Application of flammable finishes. An automatic sprinkler system or fire­
extinguishing system shall be provided in all spray rooms.~. af\G spray booths, dip and 
immersing spaces and storage rooms, and shall be installed in accordance with 
Chapter 9. 
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14.28.280 -Section 1103 of the 2019 California Fire Code is amend 
Section 1103.1.2 titled " Existing occupancies" to read as follows· 

the following conditions exists: 

1. 

2. 

3. 

4. 

5. 

14.28.290 - ection 3103 of the 2019 California Fire Code is amended by adding 
Section 03.2.1 titled "Cumulative area of tents and other membrane structures" 

s follows: 

.2.1 Cumulative area of tents and other membrane structures. S uare foota e 
s II be calculated cumulative! for all tents and membrane structures in 
conjunction with an operational permit as required by Section 105. 

14.28.300 - Section 3106.3.1 of the 2019 California Fire Code titled "Occupant 
load" is amended to read as follows: 
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3106.3.1 Occupant load. The fire code official sAa«-has the authori 
occupant load for the event site. 

14.28.310- Section 3107.13.2 of the 2019 California Fire Code led "Location of 
containers" is amended by deleting Table 6104.3 and to rea as follows: 

14.28.320 - Section 4905.2 of the 2019 Califor a Fire Code is amended by adding 
Section 4905.2.1 titled "Wood roof cover" t read as follows: 

14.28.330 - Section 4906.2 of th 
amended by changing Item 2 

019 California Fire Code titled "Application" is 
read as follows: 

4906.2 Application. Buildi s and structures located in the following areas shall 
maintain the required haz ous vegetation and fuel management: 

1. All unincorpo ted lands designated by the State Board of Forestry and Fire 
Protection as tate Responsibility Area (SRA) including: 

1.1. Moderate Fire .Hazard Severity Zones. 
1.2. High Fire Hazard Severity Zones. 
1.3. Very-high Fire Hazard Severity Zones. 

designated as Moderate, High and Very-High Fire Hazard Severity 
Zo s by cities and other local agencies. 

14.28. 0- Section 5001 of the 2019 California Fire Code is amended by adding 
Sec · n 5001.6.1.1 titled "Temporary facility closure" to read as follows: 

01.6.1.1 Temporary facility closure. Unless otherwise specified, a temporary 
facility closure shall last not more than 180 calendar days. The fire code official 
may authorize one 180 day extension. 
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! 

14.28.350 - Section 5003 of the 2019 California Fire Code is amend 
Section 5003.2.9.3 titled "Minimum testing" to read as follows: 

14.28.360- Section 5704.2.7.4 of the 2019 Califor a Fire Code titled "Emergency 
venting" is amended to read as follows: 

5704.2.7.4 Emergency venting. Stationary, 

8.370- Section 5704.2.7.5.8 of the 2019 California Fire Code titled "Overfill 
evention" is amended by deleting the exception. 

5704.2.7.5.8 Overfill prevention. An approved means or method in accordance with 
Section 5704.2.9.7.5 shall be provided to prevent the overfill of all Class I, II and IliA 
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liquid storage tanks. Storage tanks in refineries, bulk plants or terminals 
Section 5706.4 or 5706.7 shall have overfill protection in accordance 

An approved means or method in accordance with Section 5704.2 .7.5 shall be 
provided to prevent overfilling of Class 1118 liquid storage tanks c nected to fuel­
burning equipment inside buildings. 

14.28.380- Section 5704.2.8.14 of the 2019 Californ· Fire Code titled "Emergency 
vents" is amended to read as follows: 

5704.2.8.14 Emergency vents. Emergency ven shall be vapor tight and shall not be 
allowed to discharge inside the vault. Long-bot an hole covers shall not be allowed for 
this purpose. 

14.28.390- Section 5704.2.9.6.1 of the 19 California Fire Code titled "Locations 
where above ground tanks are proh· 1ted" is amended to read as follows: 

5704.2.9.6.1 Locations where ab e ground tanks are prohibited. Storage of Class I 
and II liquids in above-ground ta s outside of buildings is prohibited within the limits 
established by law as the limit f districts in which such storage is prohibited 

in the City of Pasadena . 

. 2.4.4 of the 2019 California Fire Code titled "Locations 
nks are prohibited" is amended to read as follows: 

5706.2.4.4 Locati where above-ground tanks are prohibited. Storage of Class I 
and II liquids in ove-ground tanks is prohibited within the limits established by law as 
the limits of dis cts in which such storage is prohibited (JURISDICTION TO SPECIFY] 
in the Ci asadena. · 

14.28.41 -Section 5806.2 of the 2019 California Fire Code titled "Limitations" is 
d to read as follows: 

\ 

58 .2 Limitations. Storage of flammable cryogenic fluids in stationary containers 
side of buildings is prohibited within the limits established by law as the limits of 

districts in which such storage is prohibited [JURISDICTION TO SPECIFY] in the City 
of Pasadena. 

Ordinance Blackline - 0000158251 C031 
LFC/Ic 11-18-19 

52 



14.28.420- Section 6101.3 of the 2019 California Fire Code titled "C 
documents" is amended to read as follows: 

6101.3 Construction documents. Where a single LP-gas contai r is more than 2,000 
gallons (7570 L) 20 gallons (75.7 L) in water capacity, or the a regate water capacity 
of LP-gas containers is more than 4,000 gallons (15 140L) 4 allons· 151 L in water 
capacity, the installer shall submit construction documents such installation. 

14.28.430- Section 6101 of the 2019 California Fire de titled "Minimum testing" 
is amended by adding Section 6101.4 to read as f ows: 

14.28.440- Appendix A of the 201 California Fire Code titled "BOARD OF 
APPEALS" is deleted in its entir: y. 

14.28.450- Table B105.1(1) 
"Buildings one- and two-t: 
townhouses" is amende 

Appendix B of the 2019 California Fire Code titled 
ily dwellings, Group R-3 and R-4 buildings and 

y as follows: 

TABLE 8105.1(1) 
OW FOR ONE- AND TWO-FAMILY DWELLINGS, GROUP R-3 

AND R-4 BUILDINGS AND TOWNHOUSES 

0-3,601 

AUTOMATIC SPRINKLER SYSTEM 
(Design Standard) 

Section 903.3.1.3 of the California Fire 
Code 

or Section 313.3 of the California 
Residential Code 

53 
Ordinance Blackline - 0000158251 C031 
LFC/Ic 11-18-19 

MINIMUM FIRE 
FLOW (gallons per 

minute 
1,000 

Value in Table 
B105.1(2) 

FLOW 
DURATION 

Duration in Table 
8105.1 (2) at the 
required fire-flow 

rate 



AUTOMATIC SPRINKLER SYSTEM 
(Design Standard) 

Section 903.3.1.3 of the California Fire 
Code 

or Section 313.3 of the California 
Residential Code 

For Sl: 1 square foot= 0.0929 m2 , 1 gallon per 

14.28.460- Table B105.2 of Appendix B of the 201 alifornia Fire Code titled 
"REQUIRED FIRE-FLOW FOR BUILDINGS OTH THAN ONE- AND TWO-FAMILY 
DWELLINGS, GROUP R-3 AND R-4 BUILDING J\ND TOWNHOUSES" is amended 
by as follows: 

LE 8105.2 
REQUIRED FIRE-FLOW FOR ILDINGS OTHER THAN ONE- AND TWO-

FAMILY DWELLINGS· ROUP R-3 AND R-4 BUILDINGS AND 

AUTOMATIC SPRINKLER SYSTEM 
(Design Standard) 

No automatic sprinkler syste 

Section 903.3.1.1 of the Calif 
Code 

Section 903.3.1.2 of th 
Cod 

TOWNHOUSES 
MINIMUM FIRE 

FLOW (gallons per 
minute 

Value in Table 
8105.1 2 

~50% of the 
value in Table 

8105.1 2 
~50%ofthe 
value in Table 

8 105.1 2 
or Sl: 1 gallon per minute= 3.785 Lim. 

FLOW DURATION 
(hours) 

Duration in Table 8105.1(2) 

Duration in Table B 1 05.1 (2) at the 
reduced fire-flow rate 

Duration in Table 8105.1 (2) at the 
reduced fire-flow rate 

a. The reduced fire-flow shall be not less than 1,000 gallons per minute. 
b. The reduced fire-flow shall be not less than 1,500 .gallons per minute. 

14.28 70- Section B105.2 of Appendix B of the 2019 California Fire Code titled 
"B dings other than one- and two-family dwellings, Group R-3 and R-4 buildings 

townhouses" is amended by adding Exception 5 to read as follows: 

B105.2 Buildings other than one- and two-family dwellings, Group R-3 and R-4 
buildings and townhouses. The minimum fire-flow and flow duration for buildings 
other than one- and two-family dwellings, Group R-3 and R-4 buildings and townhouses 
shall be as specified in Tables 8105.2 and 8105.1(2). 
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1. 
2. 
3. 

4. 
5. 

-14.28.480- Section 0103.6 of Ap ndix 0 of the 2019 California Fire Code titled 
"Signs" is amended to read as llows: 

0103.6 Signs. Where requir by the fire code official, fire apparatus access roads 
shall be marked with perm ent NO PARKING-FIRE LANE signs complying with . . . . . . 

t:rt~~~FrJ-'H:f<r.e.~ the current specifications maintained by the Pasadena 
lie Works. 

shall by resolution adopt a schedule of fees for the permits issued pursuant 

A. Work commencing before permit issuance. 

ny person who commences any work requiring a permit under this Code before 
obtaining the necessary permits, unless otherwise approved by the fire code official in 
writing or as part of an approved phased permit approval process, shall be subject to 
double the permit and inspection fees adopted pursuant to section 14.28.015. 
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14.28.500- Fire hazard severity zone map 

The map entitled "City of Pasadena Fire Hazard Severity Zone MaP," t:Jated July 1, 2008 
is adopted and incorporated in this chapter by this reference. Sue map shall be used 
by the fire chief in administering this chapter. 

14.28.510-: Board of Appeals 

All sections in the respective 2019 codes pertaining to t board of appeals are hereby 
amended in their entirety to read as follows: 

In order to hear and decide appeals or ord and determine the suitability of 
alternative material and methods of cons ction and to provide for reasonable 
interpretation of the provisions of these odes, there shall and there is hereby 
created a board of appeals compose of the mayor and the city council. The city 
clerk shall be the secretary to the b rd. The board may adopt reasonable rules 
and regulations for conducting th Investigations and shall render all its decisions 
and findings on contested matt s in writing to the building fire code official with a 
duplicate copy thereof to any ppellant or contestant affected by any such 
decision or findings, and m recommend to the city council such new legislation, 
if any, as is consistent th ewith. 

The city council may escribe by resolution to employ at the cost and expense 
of the city such qu ied individuals as the board, in its discretion, may 
reasonable nece ary in order to assist it in its investigation and in making its 
findings and de sions. 

SECTION 5. This rdinance shall take effect 30 days after its publication. 

Signed and a __ day of ____ , 2019. 

Terry T ornek 
Mayor of the City of Pasadena 

I HEREBY CERTIFY that the foregoing ordinance was adopted by the City 
ouncil of the City of Pasadena at its meeting held this_ day of November, 2019, by 

the following vote: 
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Introduced by: Vice Mayor Hamp 

Proof of Publication 
(2015.5 C.C.P.) 

STATE OF CALIFORNIA 
COUNTY OF LOS ANGELES 

I am a citizen of the United States and a resident of the 
County aforesaid; I am over the age of eighteen years, 
and not a party to or interested in the above entitled 
matter. I am the principal clerk of the printer of the 
Pasadena Weekly, a newspaper of general circulation, 
printed and published weekly in the City of Pasadena, 
County of Los Angeles, and which newspaper has been 
adjudged a newspaper of general circulation by the 
Superior Court of the County of Los Angeles, State of 
California, under the date of February 19, 1988, Case 
Number C 655 062; that the notice, of which the annexed 
is a printed copy (set in type no smaller than nonpareil), 
has published in each regular and entire issue of said 
newspaper and not been in any supplement thereof on the 
following dates, to wit: 

November 28, 2019 

I certify (or declare) under penalty of pe~ury that the 
foregoing is true and correct. 

Dated at Pasadena, California 

This 28th day of November 2019 

Ann Turrietta, Legal Clerk, Los Angeles County, California 

00004996 00026421 

Ruben Martinez 
City of Pasadena - City Clerk's Office 
100 N. Garfield Avenue, Room S228 
Pasadena , CA 91109 

00V!~EeNYAAv~ 
I CA91105 

Introduced by: Vice Mayor 
Hampton 

ORDINANCE NO. 7355 

AN ORDINANCE OF THE CITY OF PASADENA ADOPTING TITLE 24 OF THE 
CALIFORNIA CODE OF REGULATIONS, PARTS 1-12, INCORPORATING THE 
2019 CALIFORNIA BUILDING CODE AND APPENDIX CHAPTERS C, D, H, I AND 
J; THE 2019 CALIFORNIA RESIDENTIAL CODE APPENDIX CHAPTERS H, J , 
AND V; THE 2019 CALIFORNIA GREEN BUILDING STANDARDS CODE; THE 
2019 CALIFORNIA ELECTRICAL CODE; THE 2019 CALIFORNIA MECHANICAL 
CODE; THE 2019 CALIFORNIA PLUMBING CODE; THE 2019 CALIFORNIA 
ADMINISTRATIVE CODE; THE 2019 CALIFORNIA ENERGY CODE; THE 2019 
CALIFORNIA FIRE CODE AND APPENDIX CHAPTER 4 AND APPENDICES B 
THROUGH 0; THE 2019 CALIFORNIA HISTORICAL BUILDING CODE; THE 2019 
CALIFORNIA REFERENCED STANDARDS CODE AND THE 2019 CALIFORNIA 
EXISTING BUILDING CODE 

The People of the City of Pasadena ordain as follows: 

SECTION 1. This ordinance, due to its length and corresponding publication cost will 
be published by title and summary as permitted by Section 508 of the Charter of the 
City of Pasadena. The approved summary of this ordinance is as follows: 

"SUMMARY 

Ordinance No. 7355. The ordinance adopts the 2019 California Building 
Code, the 2019 California Residential Code, the 2019 California Green Building 
Standards Code, the 2019 California Electrical Code, 2019 California Mechanical 
Code, the 2019 California Plumbing Code, the 2019 California Administrative Code, 
the 2019 California Energy Code, the 2019 California Fire Code, the 2019 California 
Historical Building Code, the 2019 California Referenced Standards Code, and the 
2019 California Existing Building Code as required by state law. The ordinance also 
provides for some amendments to these codes to accommodate special 
topographic, geo.logical, and climatic conditions found in Pasadena consistent with 
state law. Ordinance No. 
7355 shall take effect 30 days after its publication by title and summary. The full tex1 
of the ordinance is on file in the City Clerk's Office." 
SECTION 2. The City Clerk shall certify the adoption of this ordinance and shall 
cause this ordinance to be published by title and summary. 

SECTION 3. This ordinance shall take effect 30 days after publication. 

Signed and approved this 25th day of November 2019. 

Terry Tomek 
Mayor of the City of Pasadena 

I HEREBY CERTIFY that the foregoing ordinance was adopted by the City Council 
of the City of Pasadena at its meeting held this 25th day of November 2019, by the 
following vote: 

AYES: Councilmembers Gordo, Kennedy, Madison, Masuda, Wilson, Vice Mayor 
Hampton, Mayor Tomek 

NOES: None 

ABSENT: Councilmember McAustin 

ABSTAIN: None 

Date Published: November 28, 2019 



. .._. Mark Jomsky, CMC City Clerk 
... 
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This space is for Clerk's filing Stamp 

ORDINANCE NO. 7355 

STATE OF CALIFORNIA 
County of Los Angeles 

I am a citizen of the United States and a resident 
of the printer of the Pasadena Journal, a newspaper 
of general circulation printed and published weekly 
in the city ofPasadena, County of Los Angeles and 
which newspaper has been adjudged a newspaper of 
general circulation by the Superior Court of the County 
of Los Angeles, State of California, under the date of 
April16, 1991, Case Number C013336, that the notice 
of which is annexed is a printed copy (set in type not 
smaller than nonpareil) has been published in each 
regular and entire issue of said newspaper and not in any 
supplement thereof on the following dated to-wit 

November28. 2019. 

I certify and declare under penalty perjury that the 
Foregoing is true and correct. 

Signature 

Amber Hudson 

PROOF OF PUBLICATION 

[see attached] 



Introduced by: Vice Mayor Hampton 

ORDINANCE NO. 7355 

AN . t>RDINANCE ~oF .TRE CITY 
OF J:>ASk1)~~1-~VQ~GmJ,1-"LX. 
t~:N"'f-nc~uo~~·(;().~E 1 
OF RW'IJLATiONS, P"ARTS 1-1~. I 
INCORPORATING THE 2019 1 
CALIFORNIA BUILDING CODE :_ 
AND APPEND~ CHAPTERS C. D, 1 

H, IANDJ; THE 20J9~AJ,IFORNIA I 
RESIDENTIAL CODE APPE~DIX : 
CHAPTERS u, J, AND v; THE io19 1 

CALIFORNIA GREEN BUILDING ' 
STANDARDS CODE; THE 2019 \ 
CALifORNIA ELECTRICAL \ 
CODE; THE 2019 CALIFORNIA ·~~ 
MECHANICAL CODE; THE 
2019 CALI.FORNIA PLUMBING 
CODE; THE 2019 CALIFORNIA II, 

ADMINISTRATIVE COD; THE 2019 
CALIFORNIAENERGYCODE;THE \ 
2019 CALIFORNIA FIRE CODE \ 
AND APPENDIX CHAPTER 4 AND i 
APPENDICES B THROUGH 0; THE 
2019 CALIFORNIA HISTORICAL 1 
BUILDING CODE; THE 2019 i 
CALIFORNIA REFERENCED I 
STANDARDS CODE AND THE 2019 I 
CALIFORNIA EXISTING BUILDING 

1
,

1 
CODE 

The People of the City of Pasadena ordain 

as follows: 
SECTION I. This or<inanee. due to its lenglh 

and oorr"!l(llldin& publicatioo c<l6t will be publisbed 
by tide andswm>a<Y as perni~ by Sectioo S08 of the 
CbarteroftheCityofPasadena.ThcapprovedsummatY 
of this ordinance is as follows: · 

"SUMMARY 

Ordinance N<!l7355. The ordinance oclopts dle 
2019 California Building Code, the 2019 Califoma 
ResidentJa' 1 Cod0: ih<!'2019 catifomia breen Building I 
Standalds Code, the 2019 California Electrical Code, 
2019Califomla Mecbai8cal Code, the 2019 California 
Plumbing Code, the 2019 California Adninistrative 
Code, lhe 2019 California Energy Code, the 2019 
California Fire Code, the 2019 California Historical I 
Building Code, the 2019 Califomia Referenced 
Standalds Code, and the 2019 California Existing . 
Buildirg Code as reqlited by state law. The ordinance 

1l 
also provi~ for some 110endments to U..Se codes to 
acoonmioCiate special top<!gt8pbiC, geological, and · · 
cliroatic conditions foiDld in Pasadena Consistent with 
state law. Ordinance No.7355 shall take effect-30 days 
after iis pubijeation by tiUe !ll'l'l summary. The full text 

1 

of the or<inance is ori file in the City Cled:'s Otllce. • 
SECTION 2. The City Clerk shall certify the 

adoptionofthisordinanCC andsball canse this ordinance 
to be JUblisbed by tiUe and summary. 

SECTION 3. This ordinance slrall take eft'ect 
· 30 days aftei publication. 

Signedand~aved this2SthdayofNavember. 

2019. 
Terry Tomek 

Mayor ofthe·Ci.ty of Pasadena 

I HEREBY CERTIFY thal'the foregoiJ1! ordinance was 
~by ijje City CoiDlcH of the City of Pasadena at 
itsni.eting held this 25thdayofNavember201~. by 
the foUowing vote: 

AYES: 

NOES: 
ABSWI': 
ABSTAIN: 

CounciJme:mbers Gordo, Kemedy, 
Madison, Masuda. WHson, 
Vice Mayor Hampton, Mayor Tomek 
None 
Cooncilroerober McAustin 
None 

Mark Jomsky, CMC 
City Clerk 

~te PublisJled: November28, 2019 
P~dena Journal 


